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(n) Fire alarm signaling systems. The 
employer shall assure that fire alarm 
signaling systems are maintained and 
tested in accordance with the require-
ments of § 1910.165(d). 

(o) Fire retardant paints. Fire retard-
ant paints or solutions shall be re-
newed at such intervals as necessary to 
maintain the necessary flame retard-
ant properties. 

(p) [Reserved] 
(q) Exit marking. (1) Exits shall be 

marked by a readily visible sign. Ac-
cess to exits shall be marked by readily 
visible signs in all cases where the exit 
or way to reach it is not immediately 
visible to the occupants. 

(2) Any door, passage, or stairway 
which is neither an exit nor a way of 
exit access, and which is so located or 
arranged as to be likely to be mistaken 
for an exit, shall be identified by a sign 
reading ‘‘Not an Exit’’ or similar des-
ignation, or shall be identified by a 
sign indicating its actual character, 
such as ‘‘To Basement,’’ ‘‘Storeroom,’’ 
‘‘Linen Closet,’’ or the like. 

(3) Every required sign designating 
an exit or way of exit access shall be so 
located and of such size, color, and de-
sign as to be readily visible. No decora-
tions, furnishings, or equipment which 
impair visibility of an exit sign shall 
be permitted, nor shall there be any 
brightly illuminated sign (for other 
than exit purposes), display, or object 
in or near the line of vision to the re-
quired exit sign of such a character as 
to so detract attention from the exit 
sign that it may not be noticed. 

(4) Every exit sign shall be distinc-
tive in color and shall provide contrast 
with decorations, interior finish, or 
other signs. 

(5) A sign reading ‘‘Exit’’, or similar 
designation, with an arrow indicating 
the directions, shall be placed in every 
location where the direction of travel 
to reach the nearest exit is not imme-
diately apparent. 

(6) Every exit sign shall be suitably 
illuminated by a reliable light source 
giving a value of not less than 5 foot-
candles on the illuminated surface. Ar-
tificial lights giving illumination to 
exit signs other than the internally il-
luminated types shall have screens, 
discs, or lenses of not less than 25 
square inches area made of translucent 

material to show red or other specified 
designating color on the side of the ap-
proach. 

(7) Each internally illuminated exit 
sign shall be provided in all occupan-
cies where reduction of normal illu-
mination is permitted. 

(8) Every exit sign shall have the 
word ‘‘Exit’’ in plainly legible letters 
not less than 6 inches high, with the 
principal strokes of letters not less 
than three-fourths-inch wide. 

[39 FR 23502, June 27, 1974, as amended at 45 
FR 60703, Sept. 12, 1980]

§ 1910.38 Employee emergency plans 
and fire prevention plans. 

(a) Emergency action plan—(1) Scope 
and application. This paragraph (a) ap-
plies to all emergency action plans re-
quired by a particular OSHA standard. 
The emergency action plan shall be in 
writing (except as provided in the last 
sentence of paragraph (a)(5)(iii) of this 
section) and shall cover those des-
ignated actions employers and employ-
ees must take to ensure employee safe-
ty from fire and other emergencies. 

(2) Elements. The following elements, 
at a minimum, shall be included in the 
plan: 

(i) Emergency escape procedures and 
emergency escape route assignments; 

(ii) Procedures to be followed by em-
ployees who remain to operate critical 
plant operations before they evacuate; 

(iii) Procedures to account for all 
employees after emergency evacuation 
has been completed; 

(iv) Rescue and medical duties for 
those employees who are to perform 
them; 

(v) The preferred means of reporting 
fires and other emergencies; and 

(vi) Names or regular job titles of 
persons or departments who can be 
contacted for further information or 
explanation of duties under the plan. 

(3) Alarm system. (i) The employer 
shall establish an employee alarm sys-
tem which complies with § 1910.165. 

(ii) If the employee alarm system is 
used for alerting fire brigade members, 
or for other purposes, a distinctive sig-
nal for each purpose shall be used. 

(4) Evacuation. The employer shall es-
tablish in the emergency action plan 
the types of evacuation to be used in 
emergency circumstances. 
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(5) Training. (i) Before implementing 
the emergency action plan, the em-
ployer shall designate and train a suffi-
cient number of persons to assist in the 
safe and orderly emergency evacuation 
of employees. 

(ii) The employer shall review the 
plan with each employee covered by 
the plan at the following times: 

(A) Initially when the plan is devel-
oped, 

(B) Whenever the employee’s respon-
sibilities or designated actions under 
the plan change, and 

(C) Whenever the plan is changed. 
(iii) The employer shall review with 

each employee upon initial assignment 
those parts of the plan which the em-
ployee must know to protect the em-
ployee in the event of an emergency. 
The written plan shall be kept at the 
workplace and made available for em-
ployee review. For those employers 
with 10 or fewer employees the plan 
may be communicated orally to em-
ployees and the employer need not 
maintain a written plan. 

(b) Fire prevention plan—(1) Scope and 
application. This paragraph (b) applies 
to all fire prevention plans required by 
a particular OSHA standard. The fire 
prevention plan shall be in writing, ex-
cept as provided in the last sentence of 
paragraph (b)(4)(ii) of this section. 

(2) Elements. The following elements, 
at a minimum, shall be included in the 
fire prevention plan: 

(i) A list of the major workplace fire 
hazards and their proper handling and 
storage procedures, potential ignition 
sources (such as welding, smoking and 
others) and their control procedures, 
and the type of fire protection equip-
ment or systems which can control a 
fire involving them; 

(ii) Names or regular job titles of 
those personnel responsible for mainte-
nance of equipment and systems in-
stalled to prevent or control ignitions 
or fires; and 

(iii) Names or regular job titles of 
those personnel responsible for control 
of fuel source hazards. 

(3) Housekeeping. The employer shall 
control accumulations of flammable 
and combustible waste materials and 
residues so that they do not contribute 
to a fire emergency. The housekeeping 

procedures shall be included in the 
written fire prevention plan. 

(4) Training. (i) The employer shall 
apprise employees of the fire hazards of 
the materials and processes to which 
they are exposed. 

(ii) The employer shall review with 
each employee upon initial assignment 
those parts of the fire prevention plan 
which the employee must know to pro-
tect the employee in the event of an 
emergency. The written plan shall be 
kept in the workplace and made avail-
able for employee review. For those 
employers with 10 or fewer employees, 
the plan may be communicated orally 
to employees and the employer need 
not maintain a written plan. 

(5) Maintenance. The employer shall 
regularly and properly maintain, ac-
cording to established procedures, 
equipment and systems installed on 
heat producing equipment to prevent 
accidental ignition of combustible ma-
terials. The maintenance procedures 
shall be included in the written fire 
prevention plan. 

[45 FR 60703, Sept. 12, 1980]

APPENDIX TO SUBPART E OF PART 1910—
MEANS OF EGRESS 

This appendix serves as a nonmandatory 
guideline to assist employers in complying 
with the appropriate requirements of subpart 
E. 

§ 1910.38 Employee emergency plans. 

1. Emergency action plan elements. The 
emergency action plan should address emer-
gencies that the employer may reasonably 
expect in the workplace. Examples are: fire; 
toxic chemical releases; hurricanes; torna-
does; blizzards; floods; and others. The ele-
ments of the emergency action plan pre-
sented in paragraph 1910.38(a)(2) can be sup-
plemented by the following to more effec-
tively achieve employee safety and health in 
an emergency. The employer should list in 
detail the procedures to be taken by those 
employees who have been selected to remain 
behind to care for essential plant operations 
until their evacuation becomes absolutely 
necessary. Essential plant operations may 
include the monitoring of plant power sup-
plies, water supplies, and other essential 
services which cannot be shut down for every 
emergency alarm. Essential plant operations 
may also include chemical or manufacturing 
processes which must be shut down in stages 
or steps where certain employees must be 
present to assure that safe shut down proce-
dures are completed.
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The use of floor plans or workplace maps 
which clearly show the emergency escape 
routes should be included in the emergency 
action plan. Color coding will aid employees 
in determining their route assignments. 

The employer should also develop and ex-
plain in detail what rescue and medical first 
aid duties are to be performed and by whom. 
All employees are to be told what actions 
they are to take in these emergency situa-
tions that the employer anticipates may 
occur in the workplace. 

2. Emergency evacuation. At the time of an 
emergency, employees should know what 
type of evacuation is necessary and what 
their role is in carrying out the plan. In 
some cases where the emergency is very 
grave, total and immediate evacuation of all 
employees is necessary. In other emer-
gencies, a partial evacuation of nonessential 
employees with a delayed evacuation of oth-
ers may be necessary for continued plant op-
eration. In some cases, only those employees 
in the immediate area of the fire may be ex-
pected to evacuate or move to a safe area 
such as when a local application fire suppres-
sion system discharge employee alarm is 
sounded. Employees must be sure that they 
know what is expected of them in all such 
emergency possibilities which have been 
planned in order to provide assurance of 
their safety from fire or other emergency. 

The designation of refuge or safe areas for 
evacuation should be determined and identi-
fied in the plan. In a building divided into 
fire zones by fire walls, the refuge area may 
still be within the same building but in a dif-
ferent zone from where the emergency oc-
curs. 

Exterior refuge or safe areas may include 
parking lots, open fields or streets which are 
located away from the site of the emergency 
and which provide sufficient space to accom-
modate the employees. Employees should be 
instructed to move away from the exit dis-
charge doors of the building, and to avoid 
congregating close to the building where 
they may hamper emergency operations. 

3. Emergency action plan training. The em-
ployer should assure that an adequate num-
ber of employees are available at all times 
during working hours to act as evacuation 
wardens so that employees can be swiftly 
moved from the danger location to the safe 
areas. Generally, one warden for each twenty 
employees in the workplace should be able to 
provide adequate guidance and instruction at 
the time of a fire emergency. The employees 
selected or who volunteer to serve as war-
dens should be trained in the complete work-
place layout and the various alternative es-
cape routes from the workplace. All wardens 
and fellow employees should be made aware 
of handicapped employees who may need 
extra assistance, such as using the buddy 
system, and of hazardous areas to be avoided 
during emergencies. Before leaving, wardens 

should check rooms and other enclosed 
spaces in the workplace for employees who 
may be trapped or otherwise unable to evac-
uate the area. 

After the desired degree of evacuation is 
completed, the wardens should be able to ac-
count for or otherwise verify that all em-
ployees are in the safe areas. 

In buildings with several places of employ-
ment, employers are encouraged to coordi-
nate their plans with the other employers in 
the building. A building-wide or standardized 
plan for the whole building is acceptable pro-
vided that the employers inform their re-
spective employees of their duties and re-
sponsibilities under the plan. The standard-
ized plan need not be kept by each employer 
in the multi-employer building, provided 
there is an accessible location within the 
building where the plan can be reviewed by 
affected employees. When multi-employer 
building-wide plans are not feasible, employ-
ers should coordinate their plans with the 
other employers within the building to as-
sure that conflicts and confusion are avoided 
during times of emergencies. In multi-story 
buildings where more than one employer is 
on a single floor, it is essential that these 
employers coordinate their plans with each 
other to avoid conflicts and confusion. 

4. Fire prevention housekeeping. The stand-
ard calls for the control of accumulations of 
flammable and combustible waste materials. 

It is the intent of this standard to assure 
that hazardous accumulations of combus-
tible waste materials are controlled so that 
a fast developing fire, rapid spread of toxic 
smoke, or an explosion will not occur. This 
does not necessarily mean that each room 
has to be swept each day. Employers and em-
ployees should be aware of the hazardous 
properties of materials in their workplaces, 
and the degree of hazard each poses. Cer-
tainly oil soaked rags have to be treated dif-
ferently than general paper trash in office 
areas. However, large accumulations of 
waste paper or corrugated boxes, etc., can 
pose a significant fire hazard. Accumulations 
of materials which can cause large fires or 
generate dense smoke that are easily ignited 
or may start from spontaneous combustion, 
are the types of materials with which this 
standard is concerned. Such combustible ma-
terials may be easily ignited by matches, 
welder’s sparks, cigarettes and similar low 
level energy ignition sources. 

5. Maintenance of equipment under the fire 
prevention plan. Certain equipment is often 
installed in workplaces to control heat 
sources or to detect fuel leaks. An example is 
a temperature limit switch often found on 
deep-fat food fryers found in restaurants. 
There may be similar switches for high tem-
perature dip tanks, or flame failure and 
flashback arrester devices on furnaces and 
similar heat producing equipment. If these 
devices are not properly maintained or if 
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they become inoperative, a definite fire haz-
ard exists. Again employees and supervisors 
should be aware of the specific type of con-
trol devices on equipment involved with 
combustible materials in the workplace and 
should make sure, through periodic inspec-
tion or testing, that these controls are oper-
able. Manufacturers’ recommendations 
should be followed to assure proper mainte-
nance procedures. 

[45 FR 60714, Sept. 12, 1980]

Subpart F—Powered Platforms, 
Manlifts, and Vehicle-Mount-
ed Work Platforms

AUTHORITY: Secs. 4, 6, and 8 of the Occupa-
tional Safety and Health Act of 1970 (29 
U.S.C. 653, 655, and 657); Secretary of Labor’s 
Order No. 12–71 (36 FR 8754), 8–76 (41 FR 
25059), 9–83 (48 FR 35736), or 1–90 (55 FR 9033), 
as applicable; and 29 CFR part 1911.

§ 1910.66 Powered platforms for build-
ing maintenance. 

(a) Scope. This section covers powered 
platform installations permanently 
dedicated to interior or exterior build-
ing maintenance of a specific structure 
or group of structures. This section 
does not apply to suspended scaffolds 
(swinging scaffolds) used to service 
buildings on a temporary basis and 
covered under subpart D of this part, 
nor to suspended scaffolds used for con-
struction work and covered under sub-
part L of 29 CFR part 1926. Building 
maintenance includes, but is not lim-
ited to, such tasks as window cleaning, 
caulking, metal polishing and re-
glazing. 

(b) Application—(1) New installations. 
This section applies to all permanent 
installations completed after July 23, 
1990. Major modifications to existing 
installations completed after that date 
are also considered new installations 
under this section. 

(2) Existing installations. (i) Perma-
nent installations in existence and/or 
completed before July 23, 1990 shall 
comply with paragraphs (g), (h), (i), (j) 
and appendix C of this section. 

(ii) In addition, permanent installa-
tions completed after August 27, 1971, 
and in existence and/or completed be-
fore July 23, 1990, shall comply with ap-
pendix D of this section. 

(c) Assurance. (1) Building owners of 
new installations shall inform the em-

ployer before each use in writing that 
the installation meets the require-
ments of paragraphs (e)(1) and (f)(1) of 
this section and the additional design 
criteria contained in other provisions 
of paragraphs (e) and (f) of this section 
relating to: required load sustaining 
capabilities of platforms, building com-
ponents, hoisting and supporting equip-
ment; stability factors for carriages, 
platforms and supporting equipment; 
maximum horizontal force for move-
ment of carriages and davits; design of 
carriages, hoisting machines, wire rope 
and stabilization systems; and design 
criteria for electrical wiring and equip-
ment. 

(2) Building owners shall base the in-
formation required in paragraph (c)(1) 
of this section on the results of a field 
test of the installation before being 
placed into service and following any 
major alteration to an existing instal-
lation, as required in paragraph (g)(1) 
of this section. The assurance shall 
also be based on all other relevant 
available information, including, but 
not limited to, test data, equipment 
specifications and verification by a 
registered professional engineer. 

(3) Building owners of all installa-
tions, new and existing, shall inform 
the employer in writing that the in-
stallation has been inspected, tested 
and maintained in compliance with the 
requirements of paragraphs (g) and (h) 
of this section and that all protection 
anchorages meet the requirements of 
paragraph (I)(c)(10) of appendix C. 

(4) The employer shall not permit 
employees to use the installation prior 
to receiving assurance from the build-
ing owner that the installation meets 
the requirements contained in para-
graphs (c)(1) and (c)(3) of this section. 

(d) Definitions.
Anemometer means an instrument for 

measuring wind velocity. 
Angulated roping means a suspension 

method where the upper point of sus-
pension is inboard from the attach-
ments on the suspended unit, thus 
causing the suspended unit to bear 
against the face of the building. 

Building face roller means a rotating 
cylindrical member designed to ride on 
the face of the building wall to prevent 
the platform from abrading the face of 

VerDate Aug<2,>2002 08:14 Aug 03, 2002 Jkt 197107 PO 00000 Frm 00156 Fmt 8010 Sfmt 8002 Y:\SGML\197107T.XXX pfrm72 PsN: 197107T


